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Strojirensky zkusebni Ustav, s.p., Brno, Ceska republika
Engineering Test Institute, Public Enterprise, Czech Republic

OSVEDCENiIi O ZKOUSCE
CERTIFICATE OF TEST

Cislo
Number

0-30-00607-17

Vyrobce ELVL s.r.o. -
Manufacturer Primyslova 631, 391 02 Sezimovo Usti

Ceska republika — Czech Republic
Vyrobek Otopna télesa — podlahové konvektory
Product Radiators — underfloor convectors

Typové oznaceni BITHERM FLOOR

Type designation

Metoda zkousek
Test method EN 16430-1:2014, EN 16430-2:2014

Podklad pro vydani osvédéeni Protokol ¢. 30-13477/1/T

CSN EN 16430-1:2015, CSN EN 16430-2:2015

Basis for Certificate issuance Report No.
Vysledky
Results
Charakteristicka rovnice Zch; l;té:fa :S:;L?:ti Zkg:'lst';ap?;?a:zz B
Characteristic formula tigh 51 aos Test of pressure
resistance
BITHERM FLOOR 180 ¢ = 3,7851- AT%%679 .1, + +
BITHERM FLOOR 245 ¢ = 2,0203 - AT12313 .1, + -
BITHERM FLOOR 310 ¢ = 2,3224 - AT22593 .1, + +

Podlahové konvektory jsou vyrabény v nasledujicich délkach:
Underfloor convectors are manufactured in the following lengths:

800, 1000, 1200, 1400, 1600, 1800, 2000 mm

Poznamka: +... Pozadavek splnén — Requirement fulfilled
Note = Pozadavek nesplnén — Requirement not fulfilled
). Hodnoty vztazené na jednotku délky — Values per unit length

Strojirensky zku$ebni Ustav, s.p. timto osvéd¢enim o zkousce potvrzuje, Zze u predmétného vyrobku proved! zkousky

s vySe uvedenymi vysledky.

The Engineering Test Institute, Public Enterprise approves with this test certificate that the testing of the product in question was

performed with the results as stated above.

Brno, 2017-06-08

Milan Holomek
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Head of Heat and Environment-Friendly Test Station




